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Return Filter with Breather Installation Instructions

Dipstick (optional)

A (MIN)

A (MIN)

MAX OIL LEVEL

MAX OIL LEVEL B

	 MODEL	 A	 B
	 LITB-20	 3.15”	 0-45	DEGREE	MAXIMUM
	 LITB-401	 2.75”	 0-30	DEGREE	MAXIMUM
	 LITB402	 3.94”	 0-30	DEGREE	MAXIMUM
	 LITB-403	 7.94”	 0-30	DEGREE	MAXIMUM


